Department of Health
Southern Philippines Medical Center

Mindanao Testing Center for Water and Analytical Toxicology

Friendship Road, Buhangin, Davao City
LABORATORY RESULT

COF THL PHILIPFINE

REPUELY 5
DEPARTMENT OF HEALTH
BAVAD CITY, .

Laboratory No: u Time Date
E 1.!'. E Collection: 4:00 AM MAR. 06, 2023
B-0844-2023 E" Receipt: 9:42 AM MAR. 06, 2023
E Examination: from 1:00 PM MAR. 06, 2023
to MAR. 13, 2023
Name: WILFREDO G. SANCHEZ
Company Name: LIANGA WATER DISTRICT
Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR
Source: Developed spring |Treatment Done: Yes

Sampling Source:
Drinking Water: Yes

Sampling point: Sample 1 : Faucet ; Health Center,

Zone - 7 Purok 1, Brgy. Baucawe

BACTERIOLOGICAL TEST RESULT

Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
<1.3 MPN/100mL <11
Thermotolerant
Coliform/ E. Coli <. MPN/100mL <19
Heterotropic
Plate Count (HPC) 2 CFU/mL <500
Viethod

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of ROWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: /—7/-\ Verified by:
Xenia T
Med finologist
Grace M. nillan, RMT Josephine R, Vergara, RMT
MeGL ( '{e_ﬁhn/'ologist Water Bacteriology In-Charge/Proficient
* \)’ ) ll|)'_\wl-l1{’——-ﬁ_
Karl Adrian D. Buranday, RMT
Medical Technologist
Noted by:
AA{QN
( CERTIFIED TRUE COPY
Ma. Theresa Fedoc-Minguito, MD, DPSP-CP Mt
Pathologist MARY HOREEM C. ENRIGHEZ RIT.MBA
Spetion Head
SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1




Department of Health

LABORATORY RESULT

Southern Philippines Medical Center
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City

Laboratory No: Time Date
Collection: 4:15 AM MAR. 06, 2023
B-0845-2023 Receipt: 9:42 AM MAR. 06, 2023
Examination: from 1:00 PM MAR. 06, 2023
to MAR. 13, 2023
Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: Yes
Sampling Source: Sampling point: Sample 2 : Faucet ; Aldrin Vilbestre,
Drinking Water: Yes Zone 9,Purok 6, Brgy. Wakat
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
<1l.1 MPN/100mL 1.1
Thermotolerant
Coliform/ E. Coli 21.4 MPN/100mL <1.1
Heterotropic
Plate Count (HPC) <1.0 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of RDWTL-SPMC and is not valid for purposes of advertising or sales

promotion.

Analyst: /’h

: g"unillan, RMT
eghinologist
[
VI
Karl Adrian D. Buranday, RMT
Medical Tec%ologist

=
T

Verified by:

Josephine'R. Vergara, RMT
Water Bacteriology In-Charge/Proficient

Noted by: 0
/<? FL*AT:J»
/

Ma. Theresa Fedoc-Minguito, MD, DPSP-CP
Pathologist

CERTIFIER TRUE CORY
I i
MREMNA

MARY NOREGEN £, EXRIOWEZ, RMT,MBA

SectionHMead

SPMIC-F-LAB-WL-001C Effectivity : February 1, 2022

Rev. 0 Page 1 of 1




Department of Health
Southern Philippines Medical Center
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City
LABORATORY RESULT

Laboratory No: w1 kT M Time Date
- . Collection: 4:25 AM MAR. 06, 2023
B-0846-2023 ol Receipt: 9:42 AM MAR. 06, 2023
-. Examination: from 1:00 PM MAR. 06, 2023
to MAR. 13, 2023
Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT
Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: Yes
Sampling Source: Sampling point: Sample 3 : Faucet ; Rufino Tanjay, Zone 8
Drinking Water: Yes Purok 3, Brgy., Liatimco
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
<11 MPN/100mL 1.4,
Thermotolerant
Coliform/ E. Coli <11 MPN/100mL <1.1
Heterotropic
Plate Count (HPC) 1 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of RDWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: //%\ Verified by:
XenlaT
Med inologist
G i IneR. Verg
race M. nillan, RMT JosephineR. Vergara, RMT
h"(rn'ologist Water Bacteriology In-Charge/Proficient

iy
Karl Adrian D. Buranday, RMT
Medical Tec‘ﬁr\ologist

Noted by: (
rfwgv
(

Ma. Theresa Fedoc-Minguito, MID, DPSP-CP Wlgnin A |
Pathologist WARY HORFEN €. ENRIOVEZ, RHT.MBA
Spciion Head

R

RTIFIED TRUE COPY

\

SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1




HEPUOLICOF THE PHILIPPINES
DEPARTMENT OF HEALTH

DAUAD CITY,

Department of Health
Southern Philippines Medical Center
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City
LABORATORY RESULT

Laboratory No: Time Date
Collection: 4:40 AM MAR. 06, 2023
B-0847-2023 Receipt: 9:42 AM MAR. 06, 2023
Examination: from 1:00 PM MAR. 06, 2023
to MAR. 13, 2023
Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: Yes

Sampling Source: Sampling point: Sample 4 : Faucet ; Menelio Dollano,

Drinking Water: Yes Zone | Purok 3, Setio Baugo, Brgy. Payasan

BACTERIOLOGICAL TEST RESULT

Parameter Value Public Water Supply Limits Remarlks
Unit Normal Value
Total Coliform PASSED
<11 MPN/100mL [
Thermotolerant
Coliform/ E. Coli i MPN/100mL 2.1
Heterotropic
Plate Count (HPC) 3 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of ROWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: /—h

i

Karl Adrian D. B\:i‘raﬁ*day, RMT
Medical Technologist

Verified by:

Josephine R, Vergara, RMT
Water Bacteriology In-Charge/Proficient

Noted by: 0
r :
/g{ MFN CERTIFIENATRUE COPY
Ma. Theresa Fedoc-Minguito, MID, DPSP-CP M n 4
Seoiion Head
SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1




Department of Health
Southern Philippines Medical Center
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City

REFUBLICOF THE PHILIPPINGS
DEPARTMENT OF HEALTH
. DAVAD CITY, -

LABORATORY RESULT
Laboratory No: e Time Date
Eﬁ@ Collection: 4:55 AM MAR. 06, 2023
B-0848-2023 E_—.l:'!l = Receipt: 9:42 AM MAR. 06, 2023
EE;_ Examination: from 1:00 PM MAR. 06, 2023
| L to MAR. 13, 2023
Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring

Treatment Done:

Yes

Sampling Source:

Sampling point:

Sample 5 : Faucet ; PNP/ Lianga, Zone 2

Drinking Water: Yes Purok 2, Poblacion Lianga
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
I MPN/100mL €14
Thermotolerant
Coliform/ E. Coli <1.1 MPN/100mL 1.3
Heterotropic
Plate Count (HPC) 6 CFU/mL <500

Method
Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of ROWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: /H Verified by:
Xenia
Medig
| /1L (AN
Grace M. Josephine'R. Vérgara, RMT
Me%‘k g Water Bacteriology In-Charge/Proficient
Karl Adrian D. Buranday, RMT
Medical Techhologist
Noted by: - (
Al
/S/v CERTIFIED TRUE CQPY
Ma. Theresa Fedoc-Minguito, MID, DPSP-CP LA
Pathologist HARY NOREEN €. ENRIQUEZ, RIT,HEA
Section Head ‘
SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1




Department of Health
Southern Philippines Medical Center
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City

LABORATORY RESULT
Laboratory No: S Time Date
E HEE@_ Collection: 5:10 AM MAR. 06, 2023
B-0849-2023 F".'lr" Receipt: 9:42 AM MAR. 06, 2023
Eki Examination: from 1:00 PM MAR. 06, 2023
el to MAR. 13, 2023

Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: VYes
Sampling Source: Sampling point: Sample 6 : Faucet ; Public Market Zone 4
Drinking Water: Yes Purok 4, Brgy. Diatagon
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
«l.1 MPN/100mL £1.1
Thermotolerant
Coliform/ E. Coli 1.1 MPN/100mL <1.1
Heterotropic
Plate Count (HPC) 5 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of RDWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: /—H Verified by:
XeniaT
Med finologist
((/ N
Grace M. %niﬂan, RMT Josephine R, Vérgara, RMT
|
Me l] \\'[)iﬁrr‘wologist Water Bacteriology In-Charge/Proficient
} |
v \) .~.!"\'f'f

Karl Adrian D. Buranday, RMT
Medical Technologist

Noted by: (
Mig_
/xi CERTIFIED TRUE COPY

Ma. Theresa Fedoc-Minguito, MD, DPSP-CP AN
vekitioge HARY NOREEK G, ENRIQUEL, R.‘.lT.;‘.\bn'
§nction Head

SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 0of 1




REPUBLIC OF THE PIILIPPINES

LTH

Department of Health _ OEPARTIFENT OF HEA
Southern Philippines Medical Center ;
Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City
LABORATORY RESULT

Laboratory No: L = Time Date
I_EI_!!? -‘..EI Collection: 5:25 AM MAR. 06, 2023
B-0850-2023 i Receipt: 9:42 AM MAR. 06, 2023
= Examination: from 1:00 PM MAR. 06, 2023
d 0 MAR. 13, 2023
Name: WILFREDO G. SANCHEZ

Company Name: LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: Yes
Sampling Source: Sampling point: Sample 7 : Faucet ; Alger Maisog, Zone 6
Drinking Water: Yes Purok 5, Brgy. St. Christine
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
<1.1 MPN/100mL 211
Thermotolerant
Coliform/ E. Coli <1.1 MPN/100mL =1.1
Heterotropic
Plate Count (HPC) 5 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of RDWTL-SPMC and is not valid for purposes of advertising or sales

promaotion.
Analyst: /’7;\ Verified by:
XeniaT
Med finologist
Grace [M.|Fdunillan, RMT Josephine R. Vérgara, RMT
Me@i){, T(la'{:}r‘i‘?/o]ogist Water Bacteriology In-Charge/Proficient
4
T

{ )0 Wir
Karl Adrian D. Buranday, RMT

Medical Technologist

Noted by: 7
y /gj(&/\_{g‘
: CERTIFIED TRUE COPY

Ma. Theresa Fedoc-Minguito, MID, DPSP-CP MLgnaA,
Pathologist MARY NOREEN C. EXRIQUER, RIIT,MBA

Secrion Head,

SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1
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Department of Health _DEPARTITERT OF HEALTH

Southern Philippines Medical Center .

Mindanao Testing Center for Water and Analytical Toxicology
Friendship Road, Buhangin, Davao City

LABORATORY RESULT
Laboratory No: oy Time Date
E 1‘.E Collection: 5:45 AM MAR. 06, 2023
B-0852-2023 ;. Receipt: 9:42 AM MAR. 06, 2023
-E Examination: from 1:00 PM MAR. 06, 2023
to MAR. 13, 2023

Name: WILFREDO G. SANCHEZ

Company Name:  LIANGA WATER DISTRICT

Company Address: ANNEX - A, MARKET MALL, LIANGA, SURIGAO DEL SUR

Source: Developed spring |Treatment Done: Yes
Sampling Source: Sampling point: Sample 9 : Faucet ; Aleya Vitanzos, Zone 5
Drinking Water: Yes Purok 3, Nat'l Highway Brgy, Diatagon
BACTERIOLOGICAL TEST RESULT
Parameter Value Public Water Supply Limits Remarks
Unit Normal Value
Total Coliform PASSED
i P | MPN/100mL <11
Thermotolerant
Coliform/ E. Coli ) MPN/100mL 1.1,
Heterotropic
Plate Count (HPC) 4 CFU/mL <500
Method

Multiple Tube Fermentation Technique, Pour Plate Method (SMEWW 22nd and 23rd ed.)

Note: Results of examination are specifically related to the samples as received. This report shall not be
reproduced without the approval of ROWTL-SPMC and is not valid for purposes of advertising or sales

promotion.
Analyst: /ﬁ/_\ Verified by:
Xenia ; T
Med nologist
Grace M. ‘g"n_nillan, RMT Josephiné R. Vergara, RMT
Me *;Te hwo[ogist Water Bacteriology In-Charge/Proficient

NN
NIV A LT

Karl Adrian D. Buranday, RMT
Medical Technologist

Noted by: ~/€€ 0
(:I rl\/¥r~

Ma. Theresa Fedoc-Minguito, MD, DPSP-CP i,
Pathologist MARY NCREZN & ENRIQUEZ RMT,MBA

Seciion Head

SPMC-F-LAB-WL-001C Effectivity : February 1, 2022 Rev. 0 Page 1 of 1




