W Form No.

Note: Chilorine Dioxide {0.20 - 0.40ppm} (0* day used)

L2015

REPUBLIC OF"THE PHILIPPINES

LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT

For The Month of FEBRUARY , 2023

“

Note: Chlorine Residuals {0.30-1.50ppm} (1-15 day used)

Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling |

Remarks

1

5

6

7

8

9

10

11

12

13

14 i5

ZONE 1 P-1, Barrios (consumer)

Lianga, Surigao del Sur

0.60 PPM

4:53 pm

P-1, Tomado (consumer)
Lianga, Surigao del Sur

0.52 PFM

0.76 ppm

4:09 pm

1:48 pm

P-2, Macahidhid (consumer)
Lianga, Surigao del Sur

1.14 PPM

2:55 pm

P-2, Arugay (consumer)
Payasan, Lianga, 5d5

0.65 PPM

1:33 pm

P-4, Layro (consumer)
Pugad, Lianga, Sd5

0.39 PPM

12:39 pm

P-4, Ellar {consumer)
Pugad, Lianga, Sd5

0.60 PPM

0.70 PPM

9:4% am

2:07 pm

P-3, Elivaria {(consumer)
Payasar. Lianga, 5dS

031 PPM

3:16pm

P-2,Perez {consumer)
Lianga, Surigao del Sur

1.37 PPM

0.63 PPM

1:53 pm

3:57 pm

P-4, Ruava {consumer)
Payasan, Lianga, 5dS

0.62 PPM

i0:40 am

P-4, Tejero {consumer)
Payasan, Lianga, 5dS

0.74 PPV

0.65 PPM

3:28pm

2:49pm

P-4, miflan {consumer)
Pugad, Lianga, 5dS

0.42 PP

1:41 pm

DAILY SAMPLING: {1} Nearest point from every water source where full chlorination shalf have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

tank or reservoir autlet and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

7
AMAR D, OTAGAN

Water Sewerage Maintenance

Man C

i0 E&I&(m%\f:wmv

Wat\ié\srbvgﬂéggj Maintenance

Man

EMELIT

ARRAS

Carpentgr BY/CLO Operator

Reviewed By:

ROMEQ S.‘ﬁriNARA

Water Utilities
Development Officer B

Certified

WILFREDO G. SANCHEZ
General Manager D




WO Forn Mo, 52015 REPUBLIC OF THE PHILIPPINES
LIANGA WATER BISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORY
for The Mionth of FEBRUARY , 2023
{ote: Chlorine Dioxide {0.20 - 0.40ppm} (16-26* day used) Note: Chlorine Residuals {0.30-1.50ppm} (27-28 day usad)
Sampling Lecations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling | Rernarks
Tanks, Dead-ends, Flushing Points, Consumers) i6 17 i3 19 20 21 22 23 24 25 26 27 28 29 30 {31}
ZONE 1 P-2, Sanchez (consumer) *0.23 PPM
Liange, Surigao del Sur 2:56 pm
P-1, Rivas {consumer) *0.31 PPM
Lianga, Surigao del Sur 10:22 am
P-4, Fernandez (consumer) *0.20 PPM
Pugad, Lianga, 5dS 10:30 am
P-1, Hibaya {consumer) *0),30 PPM
Liangs, Surigao del Sur 1:21 pm
p-2, Laia {consumer} *(3.39 PPM
Liangz, Surigao del Sur 9:25am
P-1, Vitiarina (consumer) *0.26 PPM
Payasan, Lianga, Sd5 10:40 am
P-i, Cervantes {consumer) *(1.28 PPM
Liangz, Surigao del Sur 9:38 am
P-4, Ellar {consumer) *0.23 PPM 0.35 PPM
Pugad, Lianga, 5dS 3:02 pm 12:41 pm
P-2, Marzan {consumer) *0.28 PPM
Payasan, Lianga, SdS 1:31 pm

P-2, Oriznde {consumer) *0.31 PPM

Payasan, Lianga, 5dS 2:20 pm
P-4, Yhasan {(consumer}
Payasan, Lianga, 5dS
P-2, Perzz {consumer)
Lianga, Surigao del Sur
DAILY SAWPLING: {1; Nearest point from every water source where full chlorination shall have been attained, {2} Nearest point of every distribution dead-end, (3) Nearest point at

tank or reservoir outlet and {4} One (1) Sample for each Commercial Reading Zone, rotated at randam from consumers.

Residual Samplers: Reviewed By: Certified
ROMEOQ S. RANARA

L U“
MANUEL B SABATIN JR. FEQNA F. AURCRA AMAR D. OTAGAN WILFREDO G. SANCHEZ
Water Resources Facilities ) P!u}ﬂb’ér/CLO Operator Water Sewerage Maintenance Water Utilities ) General Manager D
Tender B Man C Development Gfficer 8

*0.26 PPM
2:12 pm

1.06 PPM
1:36 pm




WO Farm o, 52015 AFPUBLIC OF THE PHILIFRINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY , 2023

Note: Chlorine Dioxide {0.20 - 0.40ppm} (0* day used)

Note: Chlorine Residuals {0.30-1.50ppm} (1-15 day used)

Sampling Locations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling }

Tanks, Dezd-ends, Flushing Points, Consumers) 1 2 3 4 5 6 7 8 9 10 11 12 13

14

15

Remarks

ZONE 2 P-1, Alsado {consumer) 0.80 PPM 1.05 PP

Lianga, Surigao del Sur 9:46 am 3:03 pw

P-1, Aca-ac (consumer) 0.31 PPM

Lianga, Surigao del Sur 3:35 pm

P-1, Cepada {consumer) 0.32 PPM

Lianga, Surigao del Sur 1:29 pm

P-1, Balason (consumer) 0.42 PPM

0.38 PPM

Lianga, Surigac del Sur 1:41 pm

10:21am

P-1, Rivas (consumer) 0.43 PFM 0.36 PPM

Lianga, Surigao del Sur 12:25 pm 2:06 pm

P-2, Layno {censumer) 1.20 PPM

Lianga, Surigao del Sur 3:17 pm

p-2, Villarina {consumer) 0.30 PPM

Lianga, Surigao del Sur 3:26 pm

p-1, Ponzille (consumer) 1.06 PPM

Lianga, Surigao del Sur 2:03 pm

P-1, Layno (consumer) 0.64 PPM

Lianga, Surigac del Sur 2:06 pm

P-1,Roszies {consumer) 0.31 PPM

1.13PPM

Lianga, 3urigao del Sur 1:33 pm

3:12 pm

P-1, Eva [consumer) 0.46 PPM

Lianga, 5urigao del Sur ; 1:49pm

DAILY SAMPLING: (1; Nearest point from every water source where full chlorination shall have been attained, {2} Nearest point of every distribution dead-end, (3) Nearest point at
tank or reservoir outlat and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By:

AMAR D. OTAGAN mﬁﬁzL H A\PALAYPAY EMELIT ARRAS ROMEO S. RANARA

Water Sewerage Maintenance Wat\ﬂs}z\\n erJa\gé Maintenance Carpente\\,ﬁ {O Operator Water Utilities
vian C : ManC Operator Development Officer B

Certified

/

WILFREDO G. SANCHEZ

General Manager D




W0 Form Ko, 52015 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DISTRICT
DALY CHLORINE RESIDUAL MONITORING REPORT
For The Monih of FEBRUARY , 20Z3
[ote: Chiorine Dioxide {0.20 - 0.40ppm} (16-26% day used) Note: Chlorine Resicuals {0.30-1.50ppm} (27-28 day used}

Sampling Locations (Water Sources, Days of the Month { Chlorine Residual = PPM / Time of Sampling } Remarks
Tanks, Dead-ends, Flushing Points, Consurmers) i6 i7 18 19 20 21 22 23 24 25 26 27 28 29 30 {31)
ZONE 2 P-2, Cepeda (consumer) *0.31 PPM

Lianga, Surigao del Sur 9:45 am
P-1, Morales (consumer} *0,32 PPM

Lianga, Surigao del Sur 10:16 am
P-1, Rubite {consumer) *(3.30 PPM

Lianga, Surigac dei Sur 2:26 pm

P-1, Plaza (consumer) *0).27 PPM
Liangs, Surigao del Sur 1:25 pm

p-1, Alicante {consumer} ¥0.39 PPM
Liangs, Surigao del Sur 10:11 am
P-5, Mioreno {consumer) *0.28 PPM
Liangz, Surigao del Sur 1:30pm

P-1, Cervantes (consumer) *0,28 PPM
Lianga, Surigao del Sur 9:38 am
P-1, Alsado {consumer} *0.30 PPM 1.07 PPM
Liangs, Surigao del Sur 10:13 am 1:56 pm
P-1, Abao (consumer) *0.35 PPM
Liange, Surigao del Sur 1:45 pm

P-1, Moreno (consumer) *0.26 PPM
lianga, Surigao del Sur 2:45 pm

P-1, Baiason (consumer) ' *0.24 PPM
Lianga, Surigao del Sur 2:28 pm

P-1, Layno (consumer) . 0.36 PPM
Liangs, Surigao del Sur 11:24 am

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, {2) Nearest point of every distribution dead-end, (3) Nearest point at
tank or reservoir outtet and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified

“SABATIN JR. FE DO E. AURGRA AMAR D. OTAGAN ROMEC S-RANARA WILEREDO G. SANCHEZ

7 ;
Water Resources Facilities ) Plumber/CLO Operator Water Sewerage Maintenance Water Utilities General Manager D
Tender B Man C Development Officer 8 '




D Form e,

Note: Chiorine Dioxide {0.20 - 0.40ppm} (0F day used)

2045

REPUBLIC OF THE PHILIPPINES

LIARGA WATER DISTRICT
DALY CHLORINE RESIDUAL MONITORING REFPORT
For The Manth of

FEBRUARY , 2023

Note: Chlorine Residuals {0.30-1.50ppin} {1-15 day used)

Sampling Lecations (Water Sources,

Tanks, Dead-cds, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

1

5

6

7 8

9

10

11

12

13

HRemarks

14 15

ZONE 3 P-5, Cabahug {consumer}

Ban-as, Lianga, 5dS

0.32 PPM

9:35 am

P-2, Yaon {consumer)
Banahao, Lianga, 5d5

0.41 PPM

4:01 pm

P-4, Cuadrillero {consumer)
Sabang, Lianga, 5dS

0.96 PPM

0.40 PPM

2:11 pm

2:20 pm

P-5, Moreno (consumer)
Lianga, Surigao del Sur

0.62 PPM

0.65 PPM

1:46 pm

154 pm

P-5, Antona (consumer)
Lianga, Surigao del Sur

0.41 PPM

12:05 pm

P-4, Escalante {consumer}
Sabang, Lianga, 5dS

1.08 PPM

1.26 PPiM

0.75 pPM

3:39 pm

2:53pm

3:41 pm

P-1, Molina {consumer)
Banahao, Lianga, 5d5

0.40 PPM

3:48 pm

P-1, Capricho {consumer])
Bznahao, Lianga, 5d5

0.72 PPM

2:24 pm

P-5, Egypto (consumer)
Lianga, Surigao del Sur

0.50 PPM

1:25 pm

P-4, Lala {consumer)
Lianga, Surigao del Sur

0.69 PPM

3:42 pm

DAILY SAMPLING: (1} Nearest point from every water source where full chiorination shall have been attained, {2)

P-4, Embalsado (consumer)
Sabang, Lianga, 5dS

0.32 PPM

9:07 am

tank or reservoir cutlet and {4) One {1) Sampie for each commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

o

AMAR D. OTAGAN

Water Sewerage Maintenance

Man

JOEP/ \(mg?\%\LAYPAY

Water, gb\@ ég)e Maintenance
Mian C

EMELITO

ARRAS

Carpenter)&}do Operator

Reviewed By:

ROMEOS. :5NARA

Water Utilities
Development Officer B

Nearest paint of every distribution dead-end, (3) Nearest point at

Certified

WILFREDO G, SANCHEZ

General Manager D




Wit Farm Mo, 52015 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DHSTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY, 2023

Note: Chlorine Dioxide {0.20 - 6.40ppm} {16-26* day used)

Note: Chlorine Residuals {0.30-1.50ppm} (27-28 day usad)

Sampling Locatiens (Watcr Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling |

]
<f Tanks, TPead-ends, Flushing Poinls, Consumers) 16 17 18 19 20 21 22 23 24 25 26 27

28

29

30

Remarks
{31)

i7ONE 3 P-4, Decastro{consumer}  |*0.27 PPM

1.20 PPM

Sabang, Lianga, SdS 3:11pm

i:56 pm

P.-5, Cuadrillero (consumer) #0.29 PPM

Sabang, Lianga, SdS 10:08 am

P-4, Soria {consumer) (.25 PPM

Tindugan, Lianga, SdS 9:45 am

P-1, Garcia {consumer} ¥0.40 PPM

Banahao, lianga, 5dS 1:07 pm

P-3, Golgat (consumer) 0,38 PPM

Banahag, Lianga, 5dS %:53 am

P-4, Acdal (consumer) *0.23 PPM

Sabang, lianga, 5d5 , 10:09 am

P-2, Yaon {consumer) *0.26 PPM

Banahao, Lianga, SdS 9:27 am

P-2, Napili (consumer) “0.28 PPM

Banahao, Lianga, 5d5 9:30 am

P-1, Campos(consumer} *0.29 PPM

Banahao, Lianga, 5dS 1:51 pm

P-4, Molina (consumer) *0.29 PPV

Banahao, Lianga, 5d5 1:10 pm

P-7, Labastida {consumer) *0.25 PPM

lL.awis, Lianga, 5dS 2:58 pm

P-4, Rojo {consumer) 0.32 PPM

11:08 am

Sabang, Lianga, SdS

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end,
tank or reservoir outiet and {4) One {1} Sample for each Commercial Reading Zone, rotated at ra ndom from consumers.

Residual Samplers: Reviewed By:

5 R M“
MANUEL'B, SABATIN JH. FER ((DO F. AURCRA AMAR D. OTAGAN ROIéééé S. gNARA

Water Rgsources Facilities Plumber/CLO Qperator ) Water Sewerage Maintenance W_ater Utilities
Tender B Man C Development Officer B

{3) Nearest point at

Certified

VWILFREDO G. SANCHEZ

General Manager D




REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY , 2023

VWD Form Mo, 82005

Note: Chlorine Residuals {0.30-1.50ppm} {1-15 day used)
Days of the Month [ Chlorine Residual = PPM / Time of Sampling } femarks
5 6 7 ] 9 10 11 12 13 14 15
0.80 PPM
4:11 pm

Mote: Chlorine Dioxide {0.20 - 0.40ppm} (0% day used)
Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Points, Consumers) 1 2 3 4
ZONE 4 P-2, Aron (consumer) 1.07 PPM
Diatagon, Lianga, SdS 3:16 pm
P-3, Coquillo (consumer) 0.68 PPM
Diatagon, Lianga, 5dS 4:24 pm
P-2, Alferez {consumer) 0.71 PPM
Diatagon, Liznga, SdS 4:02 pm
P-7, Boriz {consumer) 1.22 PPM
Diatagon, Lianga, 5dS 2:07 pm
P-7, Ortiz (consumer) 0.77 PPM
Diatagon, Lianga, 5d5 4:25.pm
P-2, Dejesus {consumer) ~4.0.76 PPM
Diatagon, Lianga, SdS 4:30 pm
P-3, Gomez (consumer)
Diatagen, Lianga, SdS
P-4, Santing {consumer)
Diatagon, Lianga, 5dS
P-7, Morzno (consumer)
Diatagorn, Lianga, 5dS
P-2, Flores (consumer)
Diatagon, Lianga, SdS
P-7, Cortaz (consumer)
Diatagon, Lianga, 5dS
DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

1.39 PPM
4:53 pm

0.54 PPM
4:15pm

Q.70 PPM
4:01 pm

0.71 PPV
251 pm

0.82 PPM
3:59 pm

6.50 PPM 0.57 PPM
3:20 pm 4:25 pm
0.37 PPM
3:10 pm

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers,

Residual Samplers: Reviewed By: Certified
o Wi A —dy
jOEﬁé.' 7 Aﬂgr YPAY EMELITO ARRAS ROMED 5. RANARA WILFREDQ G, SANCHEZ

AMAR D. OTAGAN -

Water Sewerage Maintenance Waté(s}:@;\@d&fj’ Maintenance Carpente/’&&be Operator Water Utilities General Manager D
ian C . Man C ' - Development Officer B




WO Form No. 5201 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
“or The Month of FEBRUARY , 2023
Note: Chlorine Dioxide {0.20 - 0.40ppm} {8™ day used) MNote: Chlorine Residuals {0.30-1.50ppm} (16-28 day used)

Sampling Locations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling | Remarks
Tanks, Dead-ends, Flushing Peints, Consumers} 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 (31)

ZONE & P-7, Moreno (consumer) 0.40 PPM

Diatagon, Lianga, 5dS 342 pm

P-2, Diaz (consumer) 0.45 PPM

Diatagon, Lianga, SdS 4:12 pm

P-7, Pedrozo {consumer) 0.34 PPM ' 0.75 PPM

Diatagon, Lianga, SdS 3:06 pm 2:18 pm

P-3, Czspe (consumer) 0.87 PPV

Diatagon, Lianga, SdS 4:17 pm

P-2, Flcres (consumer) 0.35 PPM

Diatagon, Lianga, 5dS 4:14 pm

p-7, Ortiz [consumer) 0.48 PPM

Diatagon, Lianga, SdS 3:37 pm

P-7, Czideron {consumer) D.50 PPM

Diatagon, Lianga, SdS 4:12 pm

P-3, Guarta (consumer} 0.51 PPM

Diatagon, Lianga, 5dS 3:03 pm

P-7, Mangadiao (consumer) 1.12 PPM

Diatagon, Lianga, 5d5 218 pm

P-7, Cajes {consumer} 0.66 PPM

Diatagon, Lianga, SdS 3:10 pm

P-2, Magtana (consumer) 1.03 PPM

Diatagon, Lianga, SdS 4:16 pm

P-7, Labesores {consumer) 0.56 PPM

2:23pm

Diatagan, Lianga, Sd5

DAILY SAMPLING: (1} Nearest point from every water scurce where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

tank ar reservoir outist and (4) One {1} $ample for each Commercial Reading Zone, rotated at random from consumers.

Reviewed By: Certified

MANUEY B. SABATIN IR, FEF@O F. AURCRA AMAR D. OTAGAN ROMEO 5. RANARA WILFREDQ G. SANCHEZ

Water Resources Facilities P!umber’/CLO COperator Water Sewerage Maintenance Water Utilities General Manager D
Tender B pan C Development Officer B




WD FormBo. 52015

Note: Chlorine Dioxide {0.20 - 0.40ppm} (0¥ day used)

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICY

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY , 2023

Note: Chlorine Residuals {0.30-1.50ppm} {1-15 day used)}

Sampling Locations (Walcr Sources,

Days of the Month [ Chlorine Residual = PPM / Time of Sampling |

Remarks

Tanks, Dead-ends, Flushing Points, Consumers) i 2

3 4 5 6 7 g 9 10 11 12 13 14 15

ZONE 5 P-4, Balmoria (consumer) 0.62 PPM

Diatagon, Lianga, 5dS 3:28 pm

P-1, Sanchez {consumer) 0.84 PPM

Diatagon, Lianga, Sd5 4:08 pm

P-4, Trimidal (consumer}

0.57 PPM

Diatagon, Lianga, 5d5

4:11 pm

P-1, Ledasma {consumer)}

0.92 PPM

Diatagon, Lianga, 5dS

2:13 pra

P-5, Magdalan {consumer)

0.71 PPM 1.25 PPM

Diatagon, Lianga, SdS

4:14 pm 3:51 pm

P-5, Canedo (consumer)

0.81 PPM 1.05 PPM

Diatagon, Lianga, SdS

4:38 pm 4:59 pm

P-1, Trimidal (consumer)

0.69 PPM 0.51 PP

Diatagon, Lianga, SdS

4:08 pm 3:17 pm

p-1, Orarza {consumer)

0.65 FPM

Diatagon, Lianga, 5dS

2:35 pm

P-4, Santa {consumer)

1.13 PPM

Diatagon, Lianga, 5d5

4:10 pm

P-4, Timo {consumer)

0.43 PFM 0.79 PPM

Diatagon, Lianga, 5d5

2:50 pm 453 pm

P-1, Ayad [consumer)

0.70 PPM

Diatagor, Lianga, SdS

4:37 pm

DAILY SAMPLING: {1} Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, {3} Nearest point at

tank or reservoir outlat and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

Reviewed By: Certified

ANMAR D. OTAGAN JOEPEL A.éA YPAY EMELITO SRRAS ROMEQ S. RANARA WILFREDO G, SANCHEZ

Water Sewerage Maintenance Wat\e{‘ Sjﬁ\)\@f}}gei Maintenance Carpenter B’/C’LO Operator Water Utilities General Manager D

Man C Man C~

Development Officer B




WO Farm Mo, 52015 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY, 2023

Mote: Chlorine Dioxide {0.20 - 0.40ppm} {0* day used) Note: Chlorine Residuals {0.30-1.50ppm} {16-28 day used)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ] Remarks

Sampling Locations {Walcr Sources,
{31)

Tanks, Dead~ends, Flushing Points, Consuroers) 16 17 18 ic 20 21 22 23 24 25 26 27 28 29 30

ZONE 5 P-1, Lulo {consumer) 0.46 PPM

Diatagon, Lianga, 5dS 3:36 pin

P-4, Trimidal (consumer)} 0.49 PPM

Diatagon, Lianga, 5dS 4:16 pm

P-1, Reyes {consumer) 0.38 PPM 0.71 PPM

Diatagon, Lianga, 5dS 3:12pm 2:24 pm

P-4, Cenillo {consumer} 0.57 PPM

Diatagon, Lianga, 5d5 4:24 pm

P-1, Luna {consumer} 0.91 PPM

Diatagon, Lianga, 5d5 4124 pm

P-4, Tumarong {consumer} 0.56 PPM

Diatagon, Lianga,SdS 3:18 pm

P-5, Pangguico {consumer) 0.44 PPM

Diatagon, Lianga, SdS 4:19 pm

P-1, Montilla {consumer} 0.49 PPM

Diatagon, Lianga, SdS 2:48 pm

P-4, Mongado (consumer) 1.07 PPM

Diatagon, Lianga, 5dS 3:03 pm

P-1, Consigna {consumer) 0.60 PPM

Diatagon, Lianga, 5dS 3:19 pm

P-4, Duran {(consumer) 0.67 PPM

Diatagon, Lianga, 5dS 4:26 pm

P-1, Porta {consumer) 0.52 PPM

3:37 pm

Diatagon, Lianga, Sds

DAILY SAMPLING: {1} Nearest point from every water source where fuil chlorination shall have been attained, {2) Nearest point of every distribution dead-end, {3) Nearest point at

tank or reservoir eutiet and {4) One {1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified

/ M--— N /_,E_i\ W (4 W v’Q@i

MANUE{ B. SABATIN IR. ?@NA/I\.IS‘O F. AURORA AMAR D. OTAGAN ROMED 5. RANARA WILFREDO G. SANCHEZ
Water Resources Facilities Plumber/CLO Operator ~Water Sewerage Maintenance Water Utilities General Manager D

Tender B Man C Developme'nt Officer B




WO FarmNo.

Note: Chlorine Dioxide {0.20 - 0.40ppm} {0* day used)

52015

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICY

DAILY CHLORINE RESIDUAL MONITORING REPORT

For The Month of FEBRUARY, 2623

Note: Chlorine Residuals {0.30-1.50ppm} (1-15 day used)

Sampli

Tanks, Dead-ends, Flushing Points, Conswmers)

ng Locations (Water Sources,

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

1

5

6

7

8

9

10

1]

12

13

14 15

ZONE 6

P-6, Saldua (consumer)
S5t. Christine,Lianga, 5dS

0.85 PPM

340 pm

P-7, Elorde (consumer)
St. Christine, Lianga, SdS

Q.70 FPM

G0.50 PPM

4:36 pm

4:55 pm

P-6, Aguilar {consumer)
Diatagon, Lianga, 5dS

0.76 PPM

2:46 pm

P-7, Acotique {consumer)
St. Christine, Lianga, SdS

(.74 PPM

2:2% pm

P-4, Rivares (consuwimer)
St.Christine, Lianga, SdS

0.77 PPV

4:48 pm

P-7, Caparifio (consumer)
St.Christine, Lianga, 5dS

0.67 PPM

4:08 pm

P-6, Tibay (consumer)
Diatagon, Lianga, SdS

0.51 PPM

1.33 PPM

3:37 pm

3:42 pm

P-4, Ballares {consumer)
St.Christine, Lianga, 5dS

0.692 PPV

0.48 PPM

318 pm

5:21 pm

P-7, Burlaza {consumer)
St.Christine, Lianga, S5dS

0.71 PPVt

4:24 pm

P-6, Montenegro (consumer)

5t.Christine, Lianga, SdS

.50 PPM

0.23 PPM

2:53 pm

4:30 pm

P-4, Gascon (consumer)
St. Christine, Lianga, 5dS

0.32 PPM

3:25pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlerination shall have been attained, {2) Nearest point of every distribution dead-end, (3) Nearest point at

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

ch

AMAR D. OTAGAN

Water Sew
Man C

erage Maintenance

A
JOE@MWI\&AYPAY

Wate\‘\Sz}v}&,rbée_Maintenance

Man C

EMELIT

HZARRAS

Carpenteﬁ/’do Operator

Reviewed By:

ROM Eé S. R%NARA

Water Utilities
Development Officer

Certified

WILFREBO G. SANCHEZ

General Manager D




WO Form Mo, 52015 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY, 2023

Note: Chlorine Dioxide {0.20 - 0.40ppm} {0* day used) Note: Chiorine Residuals {0.30-1.50ppm} (16-28 day used)

Sampling Locations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling ] Remarks
Tanks, Dead-ends, Flushing Points, Consomers) 16 17 18 19 20 21 22 23 24 25 26 27 28 28 30 {31)

ZONE & P-5, Sabalo (consumer) 0.46 PPM

St. Chiristine, Lianga, 5dS 4:14 pm

P-6, Prado (consumer) 0.46 PPM 0.49 PPV

St. Christine, Lianga, 5dS 3:51 pm 3:07 pm

P-4, Otagan {(consumer) 0.32 PPM

St. Christine, Lianga, 5dS 3:22 pm

P-3, Ordovez (consumer) 0.54 PPM

St.Christine, Liangs, SdS 4:30 pm

P-7, Martizano {consumer) 0.67 PPM

St.Christing, Lianga, SdS 4:41 pm

P-6, Caspe (consumer) 0.45 PPM

St. Christine, Lianga, 5dS 4:12 pm

P-4, Ballares {consumer) 0.44 PPM

St. Christine, Lianga, 5dS 4:32 pm

P-5, Orcullo {consumer) 0.50 PPM

St.Christine, Lianga, SdS 3:26 pm

P-3, Navarez [consumer)

St.Christine, Liznga, 5dS 3:45 pm

P-4, alutaya {consumer)

5t. Christine, Lianga, 5dS 3:32 pm

P-6, Camahalan (consumer)

St.Christine, Lianga, Sd5 3:53 pm

P-3, Nufiez (consumer)

St. Christine, Lianga, 5d$ 2:36 pm

DAILY SAMPLING: {1 Nearest point from every water source where full chlerination shall have been attained, {2} Nearest paint of every distribution dead-end, (3) Nearest point at

0.49 PPM

0.47 PPM

0.70 PPM

0.34 FPM

tank or reservoir outiet and {4) One (1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: . Reviewed By: Certified

- ' 7

L o SO e
MANUELB. SABATIN IR, FER DO F. AURORA AMAR D, OTAGAN ROMED $-RANARA WILFREDO G, SANCHEZ
Water Rescurces Facilities P!umber/@to Operator Water Sewerage Maintenance _ Water Utilities General Manager D

Tender B Man C Development Officer B




WO Form Mo, 52015 REPUBLIC GF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY , 28273
Note: Chlorine Dioxide {0.20 - 0.40ppm} (0 day used) Note: Chlorine Residuals {0.30-1.50ppm} (1-15 day used)

Sampling Loeations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling |
Tanks, Dead-ends, Flushing Points, Consumers) i z 3 4 5 6 7 8 g 10 11 12 13 14 15

Remarks

ZONE 7 P-7. Dalman (consumer) 0.32 PPM 0.61 PPV 0.32 PPM

Anibongan, Lianga, 5d5 1:47 pm 1:41 pm 12:33pm

P-3, Gomez (consumer) 0.32 PPM

Anibongan, Lianga, 5dS 3:06 pm

P-3, Banudan (consumer} 0.55 PPM

Anibongan, Lianga, 5dS 1:03 pm

P-3, Layno {consumer]) 0.46 PPM 0.52 PPM

Baugo, Lianga, SdS 1:25 pm 1:36 pm

P-1, Trimidal (consumer) 0.51 PPM

Baugo, Liangs, 5d5 3:15 pm

P-7, Sarceda [consumer) 0.71 PPM

Anibangan, Lianga, 5dS 10:20 am

P-2, loyo (consumer) 0.31 PPM

Baucawe, Lianga, SdS 1:28 pm

P-2, Sanchez {consumer) 0.33 PPM 0.38 PPM

Anibongan, Lianga, 5dS 1:35 pm 2:27 pm

P-3, Jardiner (consumer) 0.30 PPM

Anibongan, Lianga, 5dS 1:20 pm

P-3, Gomez (consumer) 0.31PPM

Anibongan, Lianga, 5d5 1:52 pm

P-5, Dominguez (consumer) 0.86 PPM

Baucawe, Lianga, Sd5 ' 2:55 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2} Nearest point of every distribution dead-end, {3} Nearest point at
tank or reservoir outlet and (4} One {1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Resiqual Samplers: Reviewed By: Certified

7 A SN
AMAR B. OTAGAN JOEPELTH ANPALAYPAY EMELITO RRAS ROMED S. RANARA WILFRED O G. SANCHEZ
Water Sewerage Maintenance Watéré%vk[}}\gé Maintenance Carpenter %L@ Cperator Water Utilities Generat Manager D

Man C Man C Development Officer B



W Form Ro. 52015

MNote: Chlorine Dioxide {0.26 - 0.40ppm} {16-26¥ day used)

D4

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT

Far The Month of FEBRUARY , 2023

AILY CHLORINE RESIDUAL MONITORING REPORTY

Note: Chlorine Residuals {0.30-1.50ppm} (27-28 day used)

Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Peints, Consumers)

Days of the Month [ Chlorine Residual = PPM / Tune of Sampling ]

16

i7

18

19

20 21

22

23

24

25 26

27

28

29

30

Remarks
(31)

ZONE 7 P-1, Dagoc (consumer)
Bauwe, Lianga, 5dS

“0.23 PPM

10:27 am

p-7, Benolirac {consumer)
Anibongan, Liangs, 5dS

*3.33 PPM

12:19 pm

p-3, Carillo (consumer)
Baugo, Lianga, 5d5

*B.20 PPM

11:40am

P-7, Vidal {consumer)
Baugo, Lianga, SdS

*0.31 PPM

3:22 pm

P-5, curato (consumer}
Anibongan, Lianga, SdS

*0.25 PPM

11:01 am

P-7, Sarceda {consumer)
Anibongaan, Lianga, Sd5

*0.30 PPM

3:20 pm

P-2, Ruben {consumer)
Anibongan, Lianga, SdS

*0.31 PPM

10:i8 am

P-7, Daiman (consumer)
Anibonigan, Lianga, 5dS

*(.30 PPM

10:08 am

P-2, Martin {consumaer)
Antborizan, Lianga, SdS

*0.31 PPM

126 pm

p-2, Deiman (consumer)
Baucawe, Lianga, 5dS

*0.40 PPM

0.45 PPV

1:26 pm

1139 am

P-7, Lobo {consumer)
Baucawe, Lianga, 5dS

*(3.23 PPM

1:56 pm

P-7, Germo {consumer)
Anibongan, Lianga, SdS

0.32 FPM

1:10 pm

tank or reserveoir outlet and {4) One {1} Sample for each Commercial Reading Zone, rotated at randorn from consumers.

Residual Samplers:

. SABATIN JR.
Water Resources Fa_cilities
Tender B

FERNANDO F. AURORA

Plumber/CLO Operator

-

AMAR D, OTAGAN

Water Sewerage Maintenance

vian €

Reviewed By:

ROME% S. R&ARA

Water Utilities

Deveiopment'Ofﬂcer B

DAILY SAMPLING: {1} Nearest point from every water source where fuli chlorination shall have been attained, (2) Nearest point of every distribution dead-end, {3) Nearest point at

WILFREDU G. SANCHEZ

General Manager D




WirFerm No._ .

Note: Chlorine Dioxide {0.20 - 0.40ppm} (0* day used)

52015

REPUBLIC OF THE PHIL'PPINES
LIANGA WATER DIST

RICT

DAILY CHLORINE RESIDUAL MONITORING REPORT

For Tha Month of FEBRUARY ,

2023

Note: Chlotine Residuals {0.20-1.50ppm} {1-15 day used)

Sampling Locations (Water Sources,

‘Tanks, Dead-ends, Flushing Points, Consumers)

Days of the Month { Chlorine Residual =

PPM / Time of Sampling |

i

03

5 6 7

8

9 10 11

12

13

14

15

Remarks

ZONE 8 P-2, Pilapil (consumer)

Liatimco, Lianga, 5dS

0.90 PPM

0.22 PPM

1:21 pm

11:37 am

P-2, Paz {consumer)
Liatimco, Lianga, SdS

0.81 PPM

0.37 PPM

10:26 am

1:25pm

P-5, Gerong {consumer)
Liatimeo, Lianga, SdS

0.31 PPM

12:37 pm

P-3, Condolon [consumer)
tiatimea, Lianga, 5dS

0.30 PPM

1:12 om

P-7, Macabingkil (consumer)
Liatimceo, Lianga, SdS

6.41 PPM

0.38 PPM

3:08 pm

12:57 pm

P-1, Salas {consumer)
Liatimco, Lianga, 5dS

-l 03irem

1:13 pm

P-3, Bulzy (consumer)
Liatimes, Lianga, 545

0.50 PPM

1:32 pm

P-6, Cansigna [consumer)
Liatimea, Lianga, SdS

0.60 PPM

1:28 pm

P-1, Calipao {consumer)
Liatimeo, Lianga, 5dS

0.60 PPM

1:25 pm

P-7, Cotiangco (consumer)
Liatimeo, Lianga, SdS

3.31 PPM

0.30 PPM

2:00 pm

221 pm

P-7, Ellar {consumer)
Liatimco, Lianga, SdS

0.51 PPM

2:15 pm

DAILY SAMPLING: {1} Nearest point from every water source where full chiorination shall have been attained, (2) Nearest point cf every distribution dead-end, (3) Nearest point at

tank or reservoir outlat and {4) One {1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

oy
AMAR D. OTAGAN

Water Sewerage Maintenance

Man €

JOE@W\%‘(PAY

Wat%}SFwedaé\ Mamtenance

ivian

EMELITO ARRAS
Carpenterf:?FﬂrO Operator
{

Reviewed By:

RONIED S. RAMARA

Water Utilities

. Development Officer B

Certified

. SANCHEZ

General Manager D




WD Ferm Mo, s20L3

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT

Note: Chlorine Dioxide {0.20 - 0.40ppm} (16-26¥ day used)

For The Month of FEBRUARY , 2023

Mote: Chlorine Residuals {0.30-1.50ppm} (27-28 day used)

Sampling Locations (Waler Sources.

Tunks, Dead-ends, Flushing Peints, Consuiners)

Days of the Month [ Chlorine Residual = PPM / Time of Samnpling ]

Remarks

16 17 18

19

20 21 22 23 24 25 26 27

28

(31}

28 3¢

ZONE 8 P-1, Tudtod (consumer)
Liatimeo, Lianga, 5dS

*0.20 PPM

1:12 pm

P-7, Eba {consumer)
Liatimco, Lianga, SdS

*0.27 PPM

12:37 pm

P-3, Sazal (consumer)
Liatimco, Lianga, SdS

*0.26 PPM

2:3C pm

P-7, Mullet {consumer)
Listimco, Lianga, SdS

*0.26 PPM

3:38pm

P-5, Pinto (consumer)
Liatimco, Liznga, 5dS

*0.28 PPM

12:48 pm

P-6, Censigna (consumaer)
Liatimco, Lianga, SdS

*0.32 PPV

1:20 pm

p-7, Genotiva (consumer)
Liatimco, Lianga, SdS

*0.24 PPM

1:13 pm

P-4, Caiem (consumer)
Liatimzo, Lianga, 5dS

*0.26 PPM

1:23 pm

P-4, Espuerta {consumer)
Liatimeo, Lianga, SdS

*0.25 PPM *0.27 PPM

1:2i pm 1:35 pm

P-4, Paiarca {consumer)
Liatimco, Lianga, 5d$

*0.23 PPM

0.35 PPM

2:05 pm

1:30 pm

P-7, Geaotiva (consumer}
Liatimeo, Lianga, SdS

0.30 PPM

1:23 pm

tank or reservair outiat and {4) One (1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

/.--“ EEES

A

MANUBL B, SABATIN IR,
Water Resources Facili_ties
Tender B

FER DO F. AURORA

Plumber/CLO Operator

Reviewed By:
a7 /@iiﬁ ﬁ
ROMEOS. R RA

AMAR D. OTAGAN

Water Utilities

Wata_er Sewerage Maintenance '
Development Officer B

Men C

DAILY SAMPLING: (1; Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

Certified

WILFREDO) .SANCHEZ
General Manager D




WD Fgrm Mo,

Note: Chlorine Dioxide {0.20 - 0.40ppm} {0* day used)

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT

For The Month of

FEBRUARY , 2023

Note: Chlorine Residuals {0.30-1.50ppm} {1-15 day used)

Sampling Locations (Water Sources,

Tenks, Dead-ends, ¥ ushing Peints, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

1

5

)

7

8

9

10

11

12

13

14 15

ZONE 9  P-1, Tabulo (consumer}

Brgy. Wakat, Barobo, Sd5

0.50 PPM

0.50 PPM

1112 pm

2:10pm

P-1, Montilla (consumer)
Bray. Vwakat, Barobo, SdS

0.38 PPV

0.86 PPM

.41 PPM

1:39 pm

1:33 pm

12:25pm

P-5, Deiegero (consumer)
Brgy. \"/akat, Barobo, SdS

0.35 PPM

12:47 pm

P-6, Intaro (consumer)
Brgy. iakat, Barobo, 5d5

0.39 PPM

0.32 PPM

1:08 pm

1:22 pm

P-2, De’avega {consumer)
Brgy. \i'akat, Barobo, 5dS

0.37 PPV

1:57 pm

P-2, Merino {consumer)
Bray. V/akat, Barobo, SdS

0.32 PPM

1:26 pm

P-6, Serna (consumer)
Brgy. Wakat, Barobo, 5dS$

0.30 PPM

2:18 pm

P-6, Baid {consumer)
Brgy. Vi‘akat, Barobo, 5d5

0.90 PPM

121 pm

P-4, Ra:za {consumer)
Brgy. Vwakat, Barobo, SdS

0.30 PPM

321 pm

P-1, Tracio (consumer)
Brgy. Wakat, Barobo, 5dS

0.71 PPM

2:1i pm

P-2, Sayon {consumer)
Brgy. Wakat, Barobo, 5dS

0.32 PPM

12:50 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end,

tank or reservoir outiet and {4) One {1) Sample for each Cemmercial Reading Zone, rotated at random from consumers.

Residual Samplers:

<

AMAR D. OTAGAN

Water Sewerage Maintepance

Man €

Uir R S
JOEFéL A\ PARAYPAY

Waté@}ewerja e Maintenance
Man C

EMELIT

{ZARRAS

Carpenté;LT/C{LO Operator

Reviewed By:

Water Utilities
Development Officer B

{3} Nearest point at

Certified

WILFRED® G. SANCHEZ
General Manager D




WD Ferm Mo, 52015 REPUBLIC OF THE ~HILIPPINES
LIANGA WATER BISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of FEBRUARY, 2023

Mote: Chlorine Dioxide {0.20 - 0.40ppm} (16-26% day used) Note: Chlorine Residuals {0.30-1.50ppm} {27-28 day used)

Sampling Locations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling | Remarks
Tanks, Dead-ends, Flushing Points, Censumers) 16 17 18 19 20 l 21 22 23 24 25 26 27 28 29 30 {31}

ZONE 9 P-6, Manuel {consumer) *0.20 PPM

Brgy.Wakat, Barobo, SdS 1:34 pm

P-4, Paguta {consumer) *0.35 PPM *0.21 PPM

Brgy.Wakat, Barobo, 5dS 1:16 pm 1:16 pm

P-1, Tabulo {consumer) *(.32 PPM *(.24 PPM

Brgy.Wakat, Barobo, SdS 2:05 pm 1:38 pm

P-7, Daguinad {consumer) *(1.28 PPM

Brgy.Wakat, Barcbo, 5dS 3:34 pm

P-2, Merino {consumer) *0.26 PPM

Brgy.Wakat, Barobo, 55 1:16 pm

P-&, Serna (consumer) *0.24 PPM

Brgy.Wakat, Barobo, SdS 2:30 pmi

P-2, Lanzon {consumer) *0.28 PPM 0.40 PPV

Brgy.Wakat, Barcbo, 5dS 1:26 pm 2:20pm

P-5, Sajorga (consumer) *0.25 PPM

Brgy.Wakat, Barobo, SdS 1:38 pm

P-i, Conde {consumer) *0.27 PEM

Brgy.Wakat, Barcbo, 5dS 1:36 pm

P-2, Oroyan {consumer) 0.32 APM

Brgy.\Wakat, Barobo, 5dS 1:36 pm

DAILY SAMPLING: {1) Nearest point from every water source where full chlorination shall have been attained, {2) Nearest point of every distribution dead-end, (3} Nearest point at

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified

| o /E@@
MANUEL B. SABATIN JR. FER(%’O F. AURORA AMAR D, OTAGAN ROMEQ S. RANARA WILFRED@ G. SANCHEZ

\Water Resources Facilities Plumber/CLO Cperator Water Sewerage Maintenance Water Utilities General Manager D
"Tender B ) Man C ' Development Officer B




