WO Form No.__......, s2015 3LIC OF THE PHILIPPINES

LIANGA WATER DISTRICT
DAILY C AL@RH“ E RESIDUAL MONITOR

r The Month of JANUARY , 2022

Note: Chlorine Dioxide {0.29 - 0.40ppm} (11-15* day used]}

NG REPORT

Note: Chiorine Residuals {0.30-1.50ppm} (1-10 day used)

Sampling Locations (Water Sources, Days of the Month [ Chlorine

Residual =

PPM / Time of Sampling ]

Tanks, Dead-ends, Flushing Points, Consumers) i P 3 4 5 6 7

8

9

10

i1

12

i3

14 15

ZONE 1 P-1, Lucafias (consumer) 0.30 PPM

Payasan, Lianga, 5dS 12:11 pm

P-1, Reyes (consurmer) 0.38 PPM | 0.34 PPM

Lianga, Surigao dei Sur 1:04 pm | 3:24 pm

P-2, Layno {consumer) 0.34 PPM

1.24 PPM

Lianga, Surigao del Sur 2:38 pm

2:56 pm

P-1, Amper {consumer) 1.50 PPM

Lianga, Surigac del Sur 1:07 pm

P-1, Rivas {consumer) 1.40 PPV

*0.23 PPM

Lianga, Surigao del Sur 1:39 pm

1:17 pm

P-3, Tejero {consumer) 0.87 PPM

Lianga, Surigao del Sur 1:55 pm

P-1, Pepiio (consumer)

0.57 PPM

Payasan, Liangz, 5dS

2:01 pm

P-1, Claveria (consumer)

0.58 PPM

*0.22 PPM

Lianga, Surigao del Sur

4:25 pm

1:56 pm

P-1, Pacznan (consumer)

*0.27 PPM

Lianga, Surigac del Sur

1:50 pm

P-1, Rebuyas {consumer)

*0.22 PPM

Lianga, Surigao del Sur

2:55 pm

P-2, Pantaleon {consumer)

*0.27 PPM

Lianga, Surigao del Sur

2:33 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chiorination shall have been attained, {2) Nearest point of every distribution dead-end, {3) Nearest point'at

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

Wla /" 7
AMARD. DTAGAN JOEPHELTH A PALAYPAY R4
Water Sewerage Maintenance V\/{ts} S\i}’r\a«ée Maintenance Carpentg’ﬁ ?/ LO Operator

Man C . Man C

Reviewed By:

Water Utilities
Development Officer B

Certified }

s
750
T

WILFREDO G. EANCHEZ

General Manager D

Remarks




WO Forim No.

_____________________

Note: Chlorine Dioxide {0.20 - 0.40ppmy (16-26% day used)

DAILY CHLORINE |

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

2
%

ESIDUAL MONITORIN

For The Month of JANUARY , 2023

8y IR

Note: Chlorine Residuals {0.30-1.50ppm} (27-31 day used}

Tanks, De

Sampling Locations (Water Sources,

ad-ends, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

16

17

18

ig

20

21

22

23

24

25 26 27

28

29 30

Remarks
{31}

ZONE 1

P-1, Taldo (consumer)
Lianga, Surigao del Sur

*0.26 PPM

1:1S pm

P-2, Lalg {consumer)
Lianga, Surigao del Sur

*0.31 PPM

*0.32 PPM

10:00 am

10:12 am

P-1, Bacaron (consumer)
Liangs, Surigao del Sur

*0.25 PPM

3:56 pm

P-2, Layno {consumer}
Lianga, Surigaoc del Sur

*0.30 PPM

4:08 pm

P-2, Alcantara {consumer)
Lianga, Surigao del Sur

*0.25 PPM

2:46 pm

P-4, Ellar {consumer)

(.29 PPM

*0.31 PPM

0.42 PPM

2:42 pm

1:01 pm

1l:24 am

Pugad, Lianga, SdS
P-1, Cervantes (consumer)
Payasan, Lianga, SdS

*3.27 PPM

1:23 pm

P-2, Naman {consumer)
Lianga, Surigao del Sur

*0.28 PPM

0.35 PPM

4:08 pm

3:21 pm

P-1, Rivas (consumer}
Lianga,Surigao del Sur

*0.28 PPM

4:18 pm

p-2, Claveria (consumer)
Lianga,Surigao del Sur

0.42 PPM

9:31 am

P-7, Serios (consumer}
Payasan, Lianga, 5dS

0.68 PPM

2:00 pm

P-2, Lisondra (consumer)
Lianga, Surigao del Sur

0.65 PPM

4:23 pm

tank or reservoir outlet and (4) One (1) Sample for each Commercial Reading Zone, rotated at randon from consumers,

Residual Samplers:

MANUEL E%‘ SABATIN IR.

Water Resources Facilities

Tander B

FERNANDO F. AURORA

Plumber/CLO Operator

(7%5’ C

AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

Reviewed By:

"
ROMIED S. BANARA

Water Utilities.
Development Officer B

DAILY SAMPLING: (1} Nearest point from every water source where full chiorination shail have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

Certified

WILFREDO G,‘SANCHEZ

General Manager D



REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY , 2023

WH Form No._ s2015

rrnnd E

Note: Chlorine Residuals {0.36-1.50ppm} {1-10 day used)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ] Remarks
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15

Note: Chlorine Dioxide {0.20 - 0.40ppm} {11-15* day used}
Sampling Locations (Water Sources,
Tanks, Dead-ends, Flushing Points, Consumers)

ZONE 2 P-5, Abrahan (consumer) 0.31 PPM
Lianga, Surigac del Sur 12:14 pm
P-1, Belarmino (consumer) 0.42 PPM
Lianga, Surigao del Sur 1:23 pm
P-1, Sanchez {consumer} 0.30 PPM
Lianga, Surigao del Sur 2:49 pm
P-1, Alsado (consumer} 0.32 PPM
Lianga, Surigao del Sur 2:09 pm
P-1, Tatoy (consumer)
Lianga, Surigao del Sur 1:14 pm
P-1, Cervantes (consumer}
Lianga, Surigao del Sur
P-2, Perez (consumer)
Lianga, Surigao del Sur
P-1, Balason {consumer)}
Lianga, Surigao del Sur
P-1, Aca-ac {consumer}
Lianga, Surigac del Sur
P-1, Solomon {consumer}
Lianga, Surigao del Sur
P-3, Villarina (consumer)

Lianga, Surigao del Sur
DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2} Nearest point of every distribution dead-end, {3} Nearest point at

*0.20 PPM
1:28 pm

*3.32 PPM
1:45 pm

1.37 PPMi

0.60 PPM
1:17 pm

0.77 PPM #3.29 PPM
2:20 pm

2:13 pm

1.32 PPM 0.52 PPM
2:11 pm 3:55 pm
1.560 PPM
2:18 pm

*0.29 PPM
1:07 pm

*0.20 PPM
3:05 pm

tank or reservoir outlet and {4) One {1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified

\
AMAR D. OTAGAN JOEPELTH A)PALAYPAY EMELITO O PIZARRAS ROMED S.-RANARA WILFREDO A, SANCHEZ
Water Sewerage Maintenance WatWa\g)a Maintenance Carpentes/CLO Operator Water Utilities General Manager D
Man C - Man Operator . Development Officer B .




WD Form No. L 520

f4ote: Chlorine Dioxide {0.20 - 0.40ppm} {16-26" day used)

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT

For The Month of JANUARY

2023

Note: Chiorine Residuals {0.30-1.50ppm} {27-31 day used)

Sampling Lecations (Water Sources,
1

Days of the Month { Chlorine Residual = PPM / Time of Sampling |

Rernarks

16 17

Tanks, Dead-ends, Flushing Peints, Consumers)

18 18 20 21 22

23

24

25 26 27 28 29 30 {31)

ZOME 2 P-1, Cervantes (consumer) {*0.28 PPV

0.50 PPM

Lianga, Surigao del Sur 1:50 pm

11:01am

P-1, Cepeda (consumer) #0.33 PPM

Lianga, Surigao del Sur 10:16 am

P-1, Dobles {consumer}

*0.29 PPM

Lianga, Surigao del Sur

10:11am

P-1, Alsado (consumer}

*0.28 PPM

Lianga, Surigao del Sur

3:28 pm

P-1, Aca-ac (consumer)

*0.23 PPM

0.37 PPM

Lianga, Surigao del Sur

10:38 am

11:19am

P-1, Balason {consumer}

1#0.21 PPM

*0.22 PPM

Lianga, Surigao del Sur

3:11 pm

i9:33 am

P-3, Avila (consumer)

*3.21 PPM

Lianga, Surigao del Sur

11:40am

P-1, Famisaran {consumer)

*0.23 PPM

Lianga, Surigao del Sur

1:28 pm

P-1, Oranza {consumer}

#0.26 PPM

Lianga, Surigao del Sur

11:22 am

P-1, Layno (consumer}

*0.28 PPM

Lianga, Surigao del Sur

10:25am

P-1, Jarina (consumer)

0.38 PPM

Lianga, Surigao del Sur

1:12 pm

P-1, Rivas {consumer)

0.34 PPM

Poblacion, Lianga, SdS

1:12 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chiorination shall have been attained, {2) Nearest point of every distribution dead-end, (3) Nearest point at

tank or reserveir outlet and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

\wom———

MANUEL B SABATIN IR, FERNR

DO F. AURORA

ey
APMAR D, OTAGAN

.Water Resgurces Facilities
Tender B

Plumber/CLO Qperator

ManC

Water Sewerage Maintenance

Reviewed By: Certified

ROMi‘é S, &NARA

WILFREDO G. SANCHEZ

Water Utilities General Manager D

Development Officer B

C.41 PPM
3:34 pm




WD Form Mo.

Mote: Chiorine Dioxide {0.20 - 0.40ppm} {11-15% day used}

REPUBL

o
e

OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY , 2023

Note: Chlorine Residuals {0.30-1.50ppm} {1-10 day used)

Sampling Locations (Water Sources,

Tanks. Dead-ends, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

1

5

6

7

8

9

i0 11 12

i3

14 i5

ZONE 3

P-4, uarbal (consumer)
Sabang, Lianga, SdS

037 PPM

12:17 pm

P-4, Cuadrillero {consumer)
Sabang, Lianga, SdS

0.46 PPM

0.32 PPM

1:28 pm

3:05 pm

P-7, Cabiting {consumer)
Banahao, Lianga, SdS

0.36 PPM

2:26 pm

P-4, De Castro {consumer)
Sabang, Lianga, 5dS

1.35 PPM

1:19 pra

P-4, Guillen {consumer)
Sabang, Lianga, SdS

1.56 PPM

1:18 pm

P-1, Pefiaranda {consumer)
Banahao, Surigao del Sur

1.10 PPM

*0.28 PPV

2:16 pm

2:08 pm

P-4, Ronquillo (consumer)
Tindugan, Lianga, 5dS

1.44 PPM

*#0.30 PPM

2:18 pm

2:26 pm

P-5, Calangian {consumet)
Lianga, Surigao del Sur

0.85 PPM

2:39 pm

P-4, Magno {consumer)
Lianga,Surigao del Sur

0.61 PPM

4:12 pm

P-1, Gerodias {consumer)
Ban-as, Lianga, 5dS

*0.28 PPM

1:43 pm

P-4, Brital {consumer)
Tindugan, Lianga, SdS

#0.21 PPM

*0.22 PPM

3:12 pm

1:40 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, {3} Nearest point at

tank or reservoir outiet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers,

Residual 5

amplers:

cure
AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

)
;@Emm‘fﬁw

Watek Selwerhsé Maintenance

Man C

Ca rpent@%@ié Operator

Reviewed By:

ROM .

Water Utilities
Development Officer B

Certified

WILFREDOQ G. SANCHEZ

General Manager D




WD Form No.

.....................

Note: Chlorine Dioxide {0.20 - 0.40ppm} (16-26" day used)

VAILY

%7

5

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT

For The Month of JANUARY , 2023

CHLORINE RESIDUAL MONITORING REPC

o
R

Note: Chlorine Residuals {0.30-1.50ppm} (27-31 day used)

Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarlks

16

17

18

19

20

21

22

23

24

25

26

27

28

29 30 {31)

ZONE 3

P-7, Cabiting {consumer)
Banahag, Lianga, SdS

*0.28 PPM

0.90 PPM

2:16 pm

10:44 am

P-7, Poylan (consumer)
Banahao, Lianga, 5dS

#0.36 PPM

10:37 am

P-1, Parpan {consumer)
Ganayon, Lianga, SdS

*0.32 PPM

9:55 am

P-3, Ronquitlo (consumer)
Banahao, Lianga, SdS

#0.29 PPM

3:37 pim

P-4, Moreno (consumer)
Sabang, Lianga, 5dS

*0.26 PPM

10:29 am

P-5, Salinas (consumer)
Lianga,Surigao delSur

*0.39 PPM

3:11pm

P-1, Gomez (consumer)
Banahgzo, Lianga, SdS

*0.25 PPM

0.40 PPM

10:05 am

1:21 pm

P-7, Cabating (consumer)
Banahao, Lianga, 5dS

*0.26 PPM

3:15 pm

P-4, Escalante (consumer)
Sabang, Lianga, 5dS

*0.27 PPM

10:21 am

P-7, Casinginan {consumer)
Banahao, Lianga, SdS

#0.31 PP

0.53 PPM

9:53 am

2:11 pm

P-5, Egypto (consumer)
Lianga,Surigao delSur

*0.30 PPM

10:02 am

P-2, Echavez (consumer)
Banahao, Lianga, SdS

0.31 PPM

0.60 PPM

9:54 am

4:05 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2) Nearest point of every distribution dead-end, {3} Nearest point at

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

MANUEL B, %BAT?N IR,

Water Resources Facilities

Tender B

FER;:jND{) F. AURORA

Plumber/CLO Operator

2

ANMAR D, OTAGAN

Water Sewerage Mainienance

Man C

Reviewed By:

RO;i E&SgANARﬁ

Water Utilities
Development Officer B

Certified

WILFREDO G. SANCHEZ
General Manager D




52015 REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY , 2023

WD Form No.

Note: Chlorine Residuals {6.30-1.50ppm} {1-15 day used)

Days of the Month | Chlorine Residual = PPM / Time of Sampling ]
i0 i1 12 i3 14 15

Mote: Chlorine Digxide {0.20 - 0.40ppm} {0* day used)
Sampling Locations (Water Sources,
Tanks, Dead-ends, Flushing Points, Consumers) i 2 3 a4 5 & 7 8 ]
ZONE 4 P-5, Bullo {consumer) 0.46 PPM
Diatagon, Lianga, SdS 3:46 pm
P-2, Salaman (consumer) 9.36 PPM
Diatagon, Lianga, SdS 3:43 pm
P-4, Alferez (consumer) 0.53 PPM
Diatagon, Lianga, SdS 3:51i pm
P-7, Codera (consumer) 1.21 PPM
Diatagon, Lianga, SdS 3:35 pm
P-2, Dollano (consumer) 0.87 PPM
Diatagon, Lianga, SdS 4:12 pm
P-7, Lupaque (consumer)
Diatagon, Lianga, 5dS 11:29 am 3:56 pm
p-7, Dumas (consumer) 0.69 PPM
Diatagon, Lianga, SdS 2:08 pm
P-7, Llorente {consumer)
Diatagon, Lianga, SdS 2:35 pm
P-2, Rulete {consumer)
Diatagon, Lianga, SdS
P-2, Bacaiso (consumer)
Diatagon, Lianga, SdS
P-3, Managa (consumer)
Diatagon, Lianga, SdS
DAILY SAMPUNG: (1) Nearest point from every water source where full chlorination shall have been attained, {2) Nearest point of every distribution dead-end, (3} Nearest point at
tank or reservoir autlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Remarks

0.47 PPM
2:11 pm

0.78 PPM 0.37 PPM

1.35 PPM 0.40 PPM
3:08 pm

0.32 PPM
2:21 pm

0.48 PPM | 0.46 PPM
3:58pm | 2:29 pm

0.75 PPM
2:28 pm

Residual Samplers: Reviewed By: Certified }

'\:’ ,
ot @? (X
AMAR B. OTAGAN JOHPEL E* A. A YPAY ROMED S. RAMARA WILFREDO @. SANCHEZ

Water Sewerage Maintenance Water S erzke/ Maintenance CarpeWCLO Operator Water Utilities General Manager D
Man C I\/xan C . Development Officer B .




W Form Bo. | s2015

Note: Chlorine Dicyide {0.20 - 8.40ppm} {0* day used]

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JARUARY , 2023

Note: Chlorine Residuals {0.30-1.50ppm} {16-31 day used]

Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Tune of Sampling ]

16

17

18

i8

20

21

22

23

24

25 26 27

28

29 30

Remarks
{31)

ZONE 4

P-2, Diaz {consumer)
Diatagon, Lianga, SdS

1.32PPM

0.37 PPM

4:04 pm

3:29 pm

P-3, Arapot {consumer)
Diatagon, Lianga, SdS

0.55 PPM

4:05 pm

P-7, Mangadiao {consumer)
Diatagon, Lianga, SdS

0.50 PPM

2:35 pm

P-2, Esnino {consumer)
Diatagon, Lianga, SdS

0.38 PPM

0.86 PPM

2:30 pm

3:58 pm

P-2, Dafio (consumer)
Diatagon, Lianga, SdS

0,37 PPM

3:15 pm

p-7, lamero {consumer)
Diatagon, Lianga, SdS

0.37 PPM

2:34 pm

P-2, Flores {consumer)
Diatagon, Lianga, SdS

0.36 PPM

3:28 pm

P-7, Cortez {consumer)
Diatagon, tiangas, SdS

1.07 PPM

0.87 PPM

2:19 pm

3:24 pm

P-4, Di:hac {consumer)
Diatagon, Liangs, SdS

1.40 PPM

0.40 PPM

4:01 pm

4:15 pm

p-3, Mabras {consumer)
Diatagon, Lianga, SdS

0.51 PPM

3:58 pm

P-2, Denaldo {consumer)
Diatagon, Lianga, SdS

0.45 PPM

4:21 pm

P-3, Rebles {consumer)
Diatagon, Lianga, SdS

0.41 PPM

3:15pm

tank or reservoir outiet and {4} One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

MANE}E;B. SABATIN IR.

Water Resources Facifities

Tender B

FERN

NDOF. AURORA

Plumber/CLO Operator

AV

AMAR D, OTAGAN

Water Sewerage Maintenance

fvian C

Reviewed By:

RQMéé S. RANARA

Water Utilities
Development Officer B

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, {2} Nearest point of every distribution dead-end, (3} Nearest point at

Certified

WILFREDOC G. SANCHEZ

General Manager D



WD Form No.

note: Chlorine Dioxide {0.20 - 0.40ppm} {* day used)

, 82015

REPUBLIC CF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of

JANUARY

2023

Note: Chlorine Residuals {0.30-1.50ppm} {1-15 day used)

Sampling Locations (Water Sources,

Tanks, Dead-ends, [Flushing Points, Consumers)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

1

5

6

7

8

9

i0 11

12

13

14 15

ZONE 5 P-4, Plaza {consumer)

Diatagon, Lianga, SdS

0.49 PPV

3:30 pm

P-4, Timo {consumer)
Diatagon, Lianga, SdS

0.39 PPM

3:28 pm

P-4, Duran (consumer)
Diatagon, Lianga, SdS

0.73 PPM

3:59 pm

p-1, Franco {consumer}
Diatagon, Lianga, SdS

1.06 PPM

3:26 pm

P-5, Villa (consumer)
Diatagon, Lianga, SdS

{.86 PPM

0.44 PPM

4:18 pm

4:08 pm

P-1, Verana (consumer)
Diatagon, Lianga, SdS

0.96 PPM

11:43 am

P-1, Consigna (consumer)
Diatagon, Lianga, SdS

0.69 PPM

0.51pPPM

2:16 pm

2:23 pm

P-4, Bat-Ao (consumer)
Diatagon, Lianga, SdS

1.10 PPM

0.48 PPM

3:40 pm

4:05 pm

P-1, Saranza (consumer)
Diatagon, Lianga, SdS

0.33 PPM

2:30 pm

P-4, Trimidal (consumer)
Diatagon, Lianga, SdS

0.48 PPM

0.71 PPM

3:59 pm

2:36 pm

P-4, Sanchez (consumer)
Diatagon, Lianga, SdS

0.52 PPM

3:18 pm

DALY SAMPLING: (1) Nearest point from every water source where full chiorination shail have been attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

tank or reservoir outlet and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

o
AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

oy
Jgﬁﬁ% A\ PALAYPAY

vﬁerjb@ﬁ@% Maintenance
Man-€ :

RRAS

Carpente@ﬁf’CLO ’Operator

Reviewed By:

ROMEO s. Rgl\ﬁﬁ\

Water Utilities

Development Officer B

Certified

W\‘/ -
WILFREDO G. SANCHEZ

General Manager D




__________ 52015 REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY, 2023

" WD Form No.

Note: Chlorine Residuals {0.30-1.50ppm} {16-31 day used)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ] Remarks
16 17 18 19 20 21 22 23 24 25 26 27 28 28 30 {31}

Note: Chiorine Diowide {0.20 - 8.40ppm} {0* day used)
Sampling Loeations (Water Sources,

Tanks, Dead-ends, Flushing Potats, Consumers)
ZONE 5 P-4, Duran {consumer) 1.50 PPM
Diatagon, Lianga, SdS 4:10 pm
P-1, Cabiling (consumer) 0.57 PPM
Diatagon, Lianga, SdS 3:53 pm
P-4, Timo {consumer) 0.48 PPM
Diatagon, Lianga, SdS 2:15 pm
P-1, Ortovo (consumer) 0.38 PPV
Diatagon, Lianga, SdS 2:42 pm
P-4, Santa {consumer)
Diatagon, Lianga, SdS 2:33 pm
P-1, Saranza {consumer)
Diatagon, Lianga,SdS
P-4, Trimidal {consumer)
Diatagon, Lianga, SdS
P-5, Engayas (consumer)

. Diatagon, Liange, SdS
P-1, Sabroso {consumer)
Diatagon, Liangs, SdS
P-1, Gutierrez {consumer)
Diatagon, Liangag, SdS
P-1, Melindo {consumer) 0.45 PPM
Diatagon, Lianga, SdS 3:51 pm
P-5, Baillo {consumer) : 0.75 PPM

3:41 pm

Diatagon, Lianga, Sds
DAILY SAMPLING: {1} Nearest point from every water source where full chiorination shall have been attained, (2} Nearest point of every distribution dead-end, (3) Nearest point at

0.40 PPM
3:10 pm

0.44 PPM
4:28 pm

0.37 PPM
3:49 pm

0.66 PP

0.35 PPM
3:23 pm

0.36 PPM
3:11 pm

0.34 PPM
3:44 pm

0.96 PPM
2:27 pm

1.43 PPM 0.68 PPM

4:08 pm 3:45 pm

tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified
4% o /@5
MANUEL B, SABATIN IR, FE! O F. AURDRA AMAR D, OTAGAN ROMEU S-RANARA WILFREDO G. SANCHEZ
Water Resources Facilities Plumber/CLO Operator Water Sewerage Maintenance Water Utilities General Manager D
Man C Development Officer B

Tender B



WD Form No.

Note: Chiorine Dioxide {0.20 - 0.40ppmy {0 day used)

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of

JANUARY , 2023

Mote: Chlorine Residuals {0.30-1.50ppm} {1-15 day used}

Sampling Locations (Water Sources,
Tanks, Dead-ends, Flushing Points, Consuiners)

Days of the Month [ Chlorine Residual =

PPM / Time of Sampling ]

Remarks

1

5

&

7

8

)

i0

i1

iz

13

14 i5

ZONE 6 P-4, Sison (consumer)

St. Christine,Lianga, SdS

0.43 PPM

0.68 PPM

3:55 pm

3:01 pm

P-5, Credo {consumer)
St. Christine, Lianga, SdS

0.37 PPM

3:38 pm

P-6, Tuyor (consumer)}
Diatagon, Lianga, SdS

0.40 PPM

3:30 pm

P-7, Ledesma (consumer)
St. Christine, Lianga, 545

1.04 PPM

4:02 pm

P-4, Caghay {consumer)
St.Christine, Lianga, SdS

0.66 PPM

0.43 PPM

4:31 pm

2:48 pm

P-3, Torbolento {consumer}
St.Christine, Lianga, SdS

0.79 PPM

11:57 am

P-4, Otagan (consumer)
St. Christine, Lianga, 5dS

0.33 PPM

2:25 pm

P-5, Libarnes {consumer)
St.Christine, Lianga, SdS

1.27 pPM

3:56 pm

P-4, Alutaya {consumer)
St.Christine, Lianga, SdS

0.37 PPM

0.34 PPM

2:28 pm

2:34 pm

P-5, Artazo (consumer)}
St.Christine, Lianga, 5d5

0.46 PPM

4:15 pm

P-7, Asotique (consumer)
St. Christine, Lianga, $dS

0.40 PPM

0.35 PPM

3:59 pm

4:38 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, {2) Nearest point of every distribution dead-end, {3) Nearest point at

tank or reservair autlet and (4) One (1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

o7
AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

AN
JOEPEL YPAY

WLX‘J \&}7’wamtenanco

EMELITO

Carpente@ﬁi@bperator

Reviewed By:

Water Utilities
Development Officer B

Certified

\é}
WILFREDO @. SANCHEZ
General Manager D




" WD Form No.

O—)

Note: Chlorine Dioxide {0.20 - 0.40ppm} {0F

day used}

REPUBLIC OF THE PHILIPPINES

LIANGA WATER DISTRICT

For The Month of JANUARY , 2023

V CHLORINE RESIDUAL MONITORING REPORT

fote: Chiorine Residuals {0.30-1.50ppm} {16-31 day used}

Sampling Locations (Water Sources,

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

Tanks, Dead-ends, Flushing Points, Consumers)

i6

17

19

20

21

22

23

24

25

26

27

28

28 30 {31)

ZONE 6  P-3, Navarez {consumer)

0.71 PPM

St. Christine, Lianga, 5dS

4:20 pm

P-5, Credo (consumer}

0.49 PPN

St. Christine, Lianga, SdS

3:24 pr

P-6, Aquilar {consumer)

0.54 PPV

St. Christine, Lianga, SdS

2:10 pm

P-3, Alferez (consumer)

0.30 PPM

0.33 PPM

St.Christine, Lianga, 5dS

2:51 pm

2:50 pm

P-5, Arialejo (consumer)}

0.57 PPMs

St.Christine, Lianga, 5ds

2:58 pm

P-4, Alutaya {consumer}

0.31 PPM

.33 PPM

St. Christine, Lianga, SdS

3:34 pm

3:50 pm

P-6, Borja (consumer)

0.43 PPM

St. Christine, Lianga, SdS

2:36 pm

P-7, Oranza (consumer)

1.02 PPM

0.34 PPM

St.Christine, Lianga, SdS

4:25 pm

4:29 pm

P-6, Libarnes (consumer)

0.40 PPM

0.79 PPM

St.Christine, Lianga, SdS

4:17 pm

3:08 pm

P-6, Montenegro (consumer)

0.47 PPM

Diatagon, Lianga, SdS

4:06 pm

P-7, Bonifacio (consumer)

0.37 PPM

St.Christine, Lianga, SdS

3:30 pm

P-3, Martin (consumer)

0.89 PPM

St. Christine, Lianga, SdS

4:14 pm

tank or reservoir outlet and {4} One {1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residuaf Samplers:

MANUEL B. éABATEN JR. FERN

O F. AURORA

Water Resources Facilities
Tender B

Plumber/CLO Cperator )

AT
%75

AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

Reviewed By:

Rm&ﬁ&

Water Utilities
Development Officer B

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have heen attained, (2) Nearest point of every distribution dead-end, (3) Nearest point at

Certified

WILFREDO G./SANCHEZ
General Manager D




WD Form No.__

Note: Chlorine Dioxide {0.20 - 8.40ppm} {11-15* day used)

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY , 2023

Note: Chiorine Residuals {6.30-1.50ppm} {1-10 day used)

Sampling Locations (Water Sources,

Tanks, Dead-ends, Flushing Points, Consumers}

Days of the Month | Chlorine Residual = PPM / Time of Sampling ]

Remarks

1

5

6

7

8

9

10

11

i2

i3

14 15

ZONE 7 P-1, Montilla (consumer}

Anibongan, Lianga, SdS

0.31 PPM

12:05 pm

P-3, Trimidal (consumer)
Baugo, Lianga, SdS

0.39 PPM

1:04 pm

P-3, Gomez {consumer)
Baucaws, Lianga, SdS

0.38 PPM

2:19 pm

P-2, Nacario {consumer)}
Anibongan, Lianga, SdS

0.37 PPM

1:12 pm

P-7, Vidal (consumer)
Anibongan, Lianga, SdS

0.31 PPM

10:38 am

P-5, Corton (consumer]
Anibongan, Lianga, Sd$

0.41 PPM

*0.27 PPM

10:17 am

12:59 pm

P-3, Sanchez {consumer)
Anibongan, Lianga, SdS

0.38 PPM

*0.27 PPM

1:44 pm

10:24 am

P-7, Buce {consumer)
Anibongan, Lianga, SdS

0.42 PPM

(.20 PPM

1:40 pm

1:50 pm

P-7, Benolirao {consumer)
Anibongan, Lianga, 5dS

0.42 PPM

9:58 am

P-4, Lobo {consumer)
Baucawe, Lianga, SdS

0.31 PPM

*(3.27 PPM

3:41 pm

1:32 pm

P-5, Avila (consumer)
Anihongan, Lianga, SdS

*0.26 PPM

2:22 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, {2) Nearest point of every distribution dead-end, {3} Nearest point at

tank or reservoir outlet and {4) One {1} Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

oy
AMAR D. OTAGAN

Water Sewerage Maintenance

Man C

\
B A

Wa
Man

Weﬁag% Maintenance

EMELITO é

CarpenteCLp Operator

Reviewed By:

ROMEOD S. RﬁNARA

Water Utilities
Development Officer B

Certified

WILFREDO G. SANCHEZ
General Manager D




52015 REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY , 2023
Note: Chlorine Dioxide {0.20 - 0.40ppm} {16-26% day used) Note: Chlorine Residuals {0.30-1.50ppm} (27-31 day used)
Sampling Locations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling ] Remarks
Tanks, Dead-ends, Flushing Points, Consumers) 16 i7 ig ig 20 23 22 23 24 25 26 27 28 29 30 (31}
ZONE 7 P-2, Ruben (consumer) *0.33 PPM
Anibongan, Lianga, SdS 9:56 am
P-7, Vidal (consumer) *0,35 PPM *0.31 PPM
Anibongan, Lianga, SdS 3:46 pm 12:05 pm
P-4, Gemparo {consumer) *0.30 PPM *0.28 PPMVI|
Anibongan, Lianga, SdS 3:12 pm 1:52 pm
P-2, Sanchez (consumer) *0.31 PPM
Anibongan, Lianga, SdS 3:03 pm

WD Form No.

SUSE—

P-7, Hamodiong (consumer) *0.29 PPM 0.30 PPM

Anibengan, Lianga, SdS 11:18 am ‘ 3:18 pm
P-3, Martin {consumer) *0.27 PPM
Anibongaan, Lianga, SdS 2:04 pm
P-7, Quijano (consumer) *0.28 PPM 0.80 PPM
Baucawe, Lianga, SdS 10:10 am 2:45 pm
P-5, Arroyo {consumer) *0.24 PPM
Baucawe, Lianga, SdS 10:56 am
P-1, Tagra {consumer) *0,27 PPM
Anibongan, Lianga, SdS 11:40 am
P-7, Dalman (consumer) 0.37 PPM
Anibongan, Lianga, SdS 10:54 am
P-2, Carpila {consumer) 0.60 PPM
Anibongan, Lianga, SdS 1:42 pm
P-2, Garcia (consumer)
Baugo, Lianga, SdS
DAILY SAMPLING: (1) Nearest point from every water source where fuil chlorination shall have been attained, (2) Nearest point of every distribution dead-end, {3} Nearest point at
tank or reservoir outlet and {4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

0.50 PPM
11:44 am

Residual Samplers: Reviewed By: Certified

C‘%fe,
MANUEL é SABATIN JR. FERNANRO'F. AURORA AMAR D. OTAGAN . R WILFREDO G. SANCHEZ
Water Resources Facilities Plumber/CLO Operator Water Sewerage Maintenance Water Utilities General Manager D

Tender B ' Man € Develepment Officer B




WD Form No._____, s2015 REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY, 2023

Note: Chlorine Dioxide {0.20 - 0.40ppm} {11-15* day used) Note: Chiorine Residuals {0.30-

1.50ppm} {1-10 day used)}

Sampling Lecations (Water Sources, Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Remarks

Tanks, Dead-ends, Flushing Points, Consumers) i 2 3 4 5 6 7 8 G ig il i2 13

14 15

ZONE 8 P-7, Ellar (consumer) 0.36 PPM ’ 0.48 PPM 0.72 PPM

Liatimco, Lianga, SdS 11:57 am 11:38 am 10:13 am

P-6, Consigna (consumer) 0.44 PPM 0.31 PPM ' *0.34 PPM

Liatimco, Lianga, SdS 12:58 pm 12:43pm| 12:47 pm

P-1, Enate (consumer) 0.33 PPM

Liatimco, Lianga, SdS 2:032 pm

P-1, Calinao (consumer) 0.33 PPIVI

Liatimeo, Lianga, SdS 1:00 pm

P-5, Alarma (consumer) 0.52 PPM

Liatimeo, Lianga, SdS 10:49 am

P-7, Anasco {consumer) 0.42 PPM

Liatimco, Lianga, SdS 1:31 pm

P-4, Qliva (consumer) 0.30 PPM

Liatimco, Lianga, SdS 1:58 pm

P-1, Sarzhia (consumer) #(.21 PPM

Liatimco, Lianga, SdS 10:35 am

P-4, Sajcl {consumer) *0.24 PPM

Liatimco, Lianga, SdS 2:05 pm

pP-3, Calim (consumer)

*0.28 PPM

Liatimco, Lianga, SdS

1:22 pm

P-1, Nieva (consumer)

¥0.33 PPM

Liatimco, Lianga, SdS

1:25 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shail have been attained, {2) Nearest point of every distribution dead-end, {3) Nearest point at

tank or reservoir outlet and (4} One {1} Sample for each Commercial Reading Zone, rotated at randem from consumers,

Residual Samplers: ‘ Reviewed By:

AMAR D. OTAGAN JOEPELTH ANPALAYPAY EMELITO D ROMED S. RANARA

Water Sewerage Maintenance Wé%;i%\ﬁejég’e Maintenance Carpenter P}Q—%’[O’ Operator Water Utilities
Man C Man€’ - . Development Officer B

Certified |

WILFREDO G. SANCHEZ
General Manager D




REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY, 2023

WO Form No. . 52015

Note: Chlorine Residuals {0.30-1.50ppm} (27-31 day used)

Days of the Month | Chlorine Residual = PPM / Time of Sampling ] Remarks
29 30 (31}

Note: Chlorine Dioxide {0.20 - 0.40ppm} {16-26* day used)
Sampling Locations (Water Sources,
Tanks, Dead-cnds, Flushing Points, Consumers) i6 17 18 ig 20 2% 22 23 24 25 26 27 28
ZONE 8 P-2,sagisa (consumer) #0.31 PPM *0.28 PPV
Liatimco, Lianga, SdS 10:09 am 1:26 pm
P-6, Consigna (consumer) #0.30 PPM '
Liatimco, Lianga, SdS 1:02 pm
P-1, Tubel (consumer) *0.27 PPM
Liatimco, Lianga, SdS 1:24 pm
P-7, Udtujan {consumer) *0.29 PPM
Liatimco, Lianga, SdS 1:13 pm
P-4, Calem (consumer) *0.28 PPM
Liatimco, Lianga, SdS 1:31 pm
P-5, Bajeta (consumer) ¥0.21 PPM
Liatimco, Lianga, SdS 2:05 pm
P-1, Sarabia {consumer)
Liatimco, Lianga, SdS 2:56 pm
P-5, Palarca (consumer)
Liatimco, Lianga, SdS
P-7, ampon (consumer)
Liatimzo, Lianga, 5dS
P-3, Tanjay-A (consumer)
Liatimco, Lianga, SdS
P-6, Saiboro (consumer)
Liatimco, Lianga, SdS
P-2, Nieva (consumer)
Liatimco, Lianga, SdS
DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shall have been attained, (2} Nearest point of every distribution dead-end, (3) Nearest point at
tank or reservoir outlet and (4) One (1) Sample for each Commercial Reading Zone, rotated at random from consumers.

0.30 PPM
2:40 pm

*0.26 PPM

*0.25 PPM 0.53 PPM

10:22 am ; 1:26 pm
*0,26 PVIMI
1:17 pm '

*0.28 PPM
1:23 pm

0.31 PPM
11:07 am

0.46 PPM 0.50 PPM
1:40 pm 1:30 pm

Residual Samplers: Reviewed By: Certified

=
VIANUEL BABAT?N IR, FERNARDO F. AURORA AMAR D. OTAGAN ROMEOC 5. RANARA WILFREDC G. SANCHEZ
Water Resources Facilities Plumber/CLO Operatar Water Sewerage Maintenance . Water Utilities General Manager D

Tender B Man C Development Officer B



REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICT

DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY, 2023

WO Form No. , 82015

Note: Chierine Dioxide {0.20 - 0.40ppm} {11-15* day used) Note: Chiorine Residuals {6.30-1.50ppm} {1-10 day used)

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

Sampling Locations (Water Sources,
11 12 i3 14 15

Tanks, Dead-ends, Flushing Poiats, Consumers) i pl 3 4 5 6 7 8 ] i

Remarks

ZONE 8 P-1, Montilla (consumer) 0.39 PPM _ 0.46 PPM | 0.59 PPM

Brgy. Wakat, Barobo, SdS 11:54 am 1:26 pm | 10:26 am

P-1, Ontua (consumer) 0.50 PPM

Brgy. Wakat, Barobo, SdS 1:20 pm

P-6, Entero (consumer) 0.32 PPM

Brgy. Wakat, Barobo, 5dS 1:58 pm

P-2, Savon (consumer) 0.32 PPM

Brgy. VW/akat, Barobo, 5dS 12:13 pm

P-5, Campos (consumer) 0.40 PPV

Brgy. Wakat, Barobo, SdS 11:33 am

P-4, Raza {consumer) 0.31 PPM

Brgy. Wakat, Barobo, SdS 10:57 am

P-2, Damian {consumer) 0.42 PPM *0.24 PPM

Brgy. Wakat, Barobo, SdS 1:33 pm 1:18 pm

P-4, Avila (consumer) 0.31 pPM

Brgy. Wakat, Barobo, SdS 3:23 pm

P-1, Tabulo {consumer) #0.25 PPM

Brgy. Wakat, Barobo, SdS 11:52 am

£-2, Merino {consumer) *0.23 PPM 0,23 PPM

Brgy. Wakat, Barobo, SdS 1:55 pm 1:15 pm

P-7, Vilvestre (consumer) *0.37 PPM

12:38 pm

Brgy. Wakat, Barobo, 5dS

DAILY SAMPLING: (1) Nearest point from every water source where full chlorination shail have been attained, {2} Nearest point of every distribution dead-end, (3) Nearest point at
tank or reservoir outiet and (4) One {1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers: Reviewed By: Certified

ﬁf/c’ %‘f
AMAR D. OTAGAN j@E@%ALQVPAY ROMED 5. RANARA WILFREDO Q. SANCHEZ

Water Sewerage Maintenance Water S wﬁpje Maintenance Carpeméﬁ@f CLb Operator Water Utilities General Manager D
. Development Officer B

Man C . r\/lan C



WO Form Moo

S

[Mote: Chlorine Dioxide {0.20 - 0.40ppm} {16-26™ day used)

REPUBLIC OF THE PHILIPPINES
LIANGA WATER DISTRICY
DAILY CHLORINE RESIDUAL MONITORING REPORT
For The Month of JANUARY, 2023
Note: Chlorine Residuals {0.30-1.50ppm} {27-31 day used!

Sampling Locations (Water Sources,

Remarks

Days of the Month [ Chlorine Residual = PPM / Time of Sampling ]

16 i7

Tanks, Dead-ends, Flushing Points, Consumers)

18 i8 20 21 22 23 24 25 26 27 28 29 30 {31)

ZONE 9 P-3, Serenado (consumer) {*0.36 PPM

Brgy.Wakat, Barobo, SdS | 10:17am

P-2, Sayon (consumer} *0.31 PPV

*0.26 PPM

Brgy.Wakat, Barobo, 5dS 12:52 pm

1:30 pm

P-2, Lanson {consumer)

*0.31 PP

Brgy.Wakat, Barobo, 5dS

1:18 pm

P-1, Montilla {consumer)

*#0.33 PPM (.27 PPM

Brgy.Wakat, Barobo, SdS

1:06 pm 1:20 pm

P-2, Rivas {consumer)

*3.31 PPM 0.41 PPM

Brgy.Wakat, Barobo, 5dS

1:20 pm 12:55 pm

P-3, Ningwa (consumer}

*0.23 PPM

Brgy.Wakat, Barobo, SdS

12:34 pm

P-4, Gaven (consumer}

*(0.28 PPM

Brgy.Wakat, Barobo, SdS

1:11pm

P-7, Mabulo (consumer}

*0.29 PPM 0.33 PPM

Brgy.Wakat, Barobo, 5dS

1:18 pm 1:24 pm

P-6, Flores (consumer)

*0.29 PPM

Brgy.Wakat, Barobo, SdS

1:28 pm

P-5, Hugnes (consumer})

0.38 PPM

Brgy.Wakat, Barobo, 5dS

1:25 pm

P-2, Oroyan (consumer)

0.50 PPM

Brgy.Wakat, Barobo, SdS

1:19 pm

P-5, Mozo (consumer)

0.30 PPM

Brgy.Wakat, Barobo, SdS

1:31 pm

DAILY SAMPLING: (1) Nearest point from every water source where full chiorination shail have been attained, {2} Nearest point of every distribution dead-end, (3) Nearest point at

tank or reservoir outlet and {4) One {1) Sample for each Commercial Reading Zone, rotated at random from consumers.

Residual Samplers:

1 EL B. JABATIN JR.

FERNARIDO F. AURORA

Reviewed By:

Certified ,
|
ROMEOD S. RANARA

Vs
WILFREDO G. SANCHEZ

AMAR D. OTAGAN

Water Resources Facilities
Tender B

P‘Ium'bér/CLO Operator

Water Utilities General Manager D

Water Sewerage Maintenance
' Development Officer B

vian C




